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120 VAC
PRIMARY 
COMM

SECONDARY 
COMM COM N.O. N.C.

AUX. RELAY OUTPUT
CONNECTIONS TO 

BUILDING FIRE 
ALARMS ETC
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TO 120 VAC FROM  
SUBPANEL

TO REMOTE 
DISCONNECT- 
BUILDING FIRE 

ALARM OR OTHER 
DRY CONTACT 

SWITCH

CAT V CABLE TO OTHER 
BIRDHOUSES, 

DISCONNECTING 
COMBINERS, INVERTER SHUT 

OFF BOXES (SOB’S) OR 
BATTERY DISCONNECT 

MODULES

THE MIDNITE 
SOLAR BIRDHOUSE

SPKR.RMT.

PUSH 
BUTTON

RE
M
OV
E

MEMORY BACK UP BATTERY
REMOVE PAPER TAB THAT 

SAYS “REMOVE”
TO ACTIVATE

SYSTEM BACK UP BATTERY 
JUMPER. PLACE SMALL BLACK 
JUMPER OVER BOTH PINS TO 

ACTIVATE BATTERIES
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